I.D.F.
A107

1  ENLARGED FIRST FLOOR MDF
4 SQUARE BOX SHALL BE MOUNTED TO BOTTOM SIDE OF CABLE TRAY (BY SECURITY VENDOR)

CAMERA (BY SECURITY VENDOR)

CABLE TRAY ACCESSIBLE CEILING CAMERA (BY SECURITY VENDOR)

4 SQUARE BOX WITH SINGLE GANG MUD RING (BY ELECTRICAL VENDOR)

3/4 INCH CONDUIT TO ACCESSIBLE CEILING (BY ELECTRICAL CONTRACTOR)

SHEETROCK CEILING CAMERA (BY SECURITY VENDOR)

10' A.F.F. CAMERA (BY SECURITY VENDOR)

WALL

4 SQUARE BOX WITH SINGLE GANG MUD RING (BY ELECTRICAL VENDOR)

3/4 INCH CONDUIT TO ACCESSIBLE CEILING (BY ELECTRICAL CONTRACTOR)

CHECKED BY

DRAWN BY

DATE

PROJECT NO.

DESCRIPTION REV DATE APPR

08/24/2020 18071

MSU TEXAS MIDWESTERN STATE UNIVERSITY

ENGINEER: JAMES S. RUSE

DATE: 08/24/2020 LICENSED#: 102703

TECHNOLOGY CAMERA DETAILS T601

J.S. BRIDWELL ACTIVITIES CENTER & CANNEDY GREEK COMMONS DANIEL BUILDING RENOVATION

Copyright 2020 BYSParchitects

FOR CONSTRUCTION THIS DOCUMENT IS FOR CONSTRUCTION PURPOSES.

SUMMIT CONSULTANTS, INC.

ARCHITECT: JASON S. RUSE

DATE: 08/24/2020 LICENSED#: 102703

TECHNOLOGY CAMERA DETAILS T601

JAS JSR

SCALE: N.T.S.

1

CAMERA DETAILS - CABLE TRAY MOUNT

SCALE: N.T.S.

2

CAMERA DETAILS - CEILING MOUNT - ACCESSIBLE CEILING TITLE

SCALE: N.T.S.

3

CAMERA DETAILS - CEILING MOUNT - SHEET ROCK

SCALE: N.T.S.

4

CAMERA DETAILS - WALL MOUNT CAMERA

SCALE: N.T.S.
4 SQUARE BOX SHALL BE MOUNTED TO BOTTOM SIDE OF CABLE TRAY (BY SECURITY VENDOR)

WIRELESS ACCESS POINT (BY DATA VENDOR)

CABLE TRAY ACCESSIBLE CEILING WIRELESS ACCESS POINT (BY DATA VENDOR)

4 SQUARE BOX WITH SINGLE GANG MUD RING (BY ELECTRICAL VENDOR)

3/4 INCH CONDUIT TO ACCESSIBLE CEILING (BY ELECTRICAL CONTRACTOR)

WIRELESS ACCESS POINT (BY DATA VENDOR)

SHEETROCK CEILING 3/4 INCH CONDUIT TO ACCESSIBLE CEILING (BY ELECTRICAL CONTRACTOR)

4 SQUARE BOX WITH SINGLE GANG MUD RING (BY ELECTRICAL VENDOR)

WIRELESS ACCESS POINT (BY DATA VENDOR)